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November 3, 2000

Mr. David Hinkle fl

King George County Facilities Director
10459 Courthouse Drive, Suite 201
King George, VA 22485

Re: King George County Phase III Water System
Improvements, Fairview Beach Well #3 Upgrade
Fairview Beach, Virginia
JN 16073.8

Dear Mr. Hinkle:

We have received and reviewed the flow information from the Fairview Beach Wastewater
Treatment Plant. The purpose of reviewing the flows was to determine if the plant will be able to
handle the additional flows that will be produced by the proposed improvements to the Fairview
Beach Well #3 Water Filtration System.

The proposed filtration system will discharge an estimated 3,600 gallons during the
regeneration cycle. The Fairview Beach Wastewater Treatment Plant has a rated capacity of
50,000 gpd. Average flows from January to September 2000 are approaching the capacity of the
plant. Previous years show average flows in excess of 50,000 gpd. I have attached a copy of the
data.

Review of this information indicates that it is not feasible to send the additional flows that
would be generated by the backwash cycle to the Fairview Beach Wastewater Treatment Plant
until the plant has been upgraded. The Virginia Department of Health requires that the County
apply for an industrial VPDES Permit from DEQ or devise other means for disposal. Please let us
know how you wish to proceed.

Sincerely,
ANDERSON &ASSOCIATES, INC.

William Monroe, EIT
Project Engineer
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